<table>
<thead>
<tr>
<th>Asset ID.</th>
<th>BLDG.</th>
<th>Process Area</th>
<th>Description</th>
<th>Manufacture</th>
<th>Capacity</th>
<th>S/N</th>
<th>Inspection Month</th>
</tr>
</thead>
<tbody>
<tr>
<td>216376</td>
<td>DSLF #1</td>
<td>SOLIDS</td>
<td>TR/DG/MDT</td>
<td>KONE</td>
<td>4 TON</td>
<td>A-4137</td>
<td>Jan-Dec</td>
</tr>
<tr>
<td>216377</td>
<td>DSLF #2</td>
<td>SOLIDS</td>
<td>TR/DG/MDT</td>
<td>KONE</td>
<td>4 TON</td>
<td>A-4138</td>
<td>Jan-Dec</td>
</tr>
<tr>
<td>216378</td>
<td>DSLF #3</td>
<td>SOLIDS</td>
<td>TR/DG/MDT</td>
<td>KONE</td>
<td>4 TON</td>
<td>A-4139</td>
<td>Jan-Dec</td>
</tr>
<tr>
<td>216379</td>
<td>DSLF #4</td>
<td>SOLIDS</td>
<td>TR/DG/MDT</td>
<td>KONE</td>
<td>4 TON</td>
<td>A-4140</td>
<td>Jan-Dec</td>
</tr>
<tr>
<td>216354</td>
<td>CENTRIFUGE #2</td>
<td>SOLIDS</td>
<td>TR/DG/MDT</td>
<td>SHAWBOX</td>
<td>15 TON</td>
<td>38-235</td>
<td>Jan</td>
</tr>
<tr>
<td>216355</td>
<td>CENTRIFUGE #3</td>
<td>SOLIDS</td>
<td>TR/DG/MDT</td>
<td>SHAWBOX</td>
<td>15 TON</td>
<td>38-234</td>
<td>Jan</td>
</tr>
<tr>
<td>216356</td>
<td>CENTRIFUGE #1</td>
<td>SOLIDS</td>
<td>TR/DG/MDT</td>
<td>SHAWBOX</td>
<td>15 TON</td>
<td>38-236</td>
<td>Jan</td>
</tr>
<tr>
<td>216357</td>
<td>SLUDGE BLENDING</td>
<td>SOLIDS</td>
<td>UH/EWR</td>
<td>YALE</td>
<td>5 TON</td>
<td>W308032A</td>
<td>Jan</td>
</tr>
<tr>
<td>216358</td>
<td>SLUDGE BLENDING</td>
<td>SOLIDS</td>
<td>UH/EWR</td>
<td>YALE</td>
<td>5 TON</td>
<td>W308032C</td>
<td>Jan</td>
</tr>
<tr>
<td>216359</td>
<td>SLUDGE BLENDING</td>
<td>SOLIDS</td>
<td>UH/EWR</td>
<td>YALE/COFFING</td>
<td>1/2 TON</td>
<td>LEW1-C-104-WMD</td>
<td>Jan</td>
</tr>
<tr>
<td>216360</td>
<td>SLUDGE BLENDING</td>
<td>SOLIDS</td>
<td>UH/EWR</td>
<td>YALE/COFFING</td>
<td>1/2 TON</td>
<td>LEW-1-C-105-WMD</td>
<td>Jan</td>
</tr>
<tr>
<td>216361</td>
<td>POLYMER 4TH FLR</td>
<td>SOLIDS</td>
<td>UH/EWR</td>
<td>YALE</td>
<td>3 TON</td>
<td>03L23K438</td>
<td>Jan</td>
</tr>
<tr>
<td>216362</td>
<td>POLYMER 2ND FLR</td>
<td>SOLIDS</td>
<td>CHAIN FALL</td>
<td>CHESTER</td>
<td>1 TON</td>
<td>AMH 10093</td>
<td>Jan</td>
</tr>
<tr>
<td>216363</td>
<td>POLYMER 2ND FLR</td>
<td>SOLIDS</td>
<td>CHAIN FALL</td>
<td>CHESTER</td>
<td>1 TON</td>
<td>AMH 10091</td>
<td>Jan</td>
</tr>
<tr>
<td>216364</td>
<td>POLYMER 2ND FLR</td>
<td>SOLIDS</td>
<td>CHAIN FALL</td>
<td>CHESTER</td>
<td>1 TON</td>
<td>AMH 10095</td>
<td>Jan</td>
</tr>
<tr>
<td>216365</td>
<td>POLYMER 3RD FLR</td>
<td>SOLIDS</td>
<td>CHAIN FALL</td>
<td>CHESTER</td>
<td>1 TON</td>
<td>AMH 10090</td>
<td>Jan</td>
</tr>
<tr>
<td>216366</td>
<td>POLYMER 1ST FLR</td>
<td>SOLIDS</td>
<td>CHAIN FALL</td>
<td>CHESTER</td>
<td>1 TON</td>
<td>AMH 10096</td>
<td>Jan</td>
</tr>
<tr>
<td>216367</td>
<td>POLYMER 1ST FLR</td>
<td>SOLIDS</td>
<td>CHAIN FALL</td>
<td>CHESTER</td>
<td>1 TON</td>
<td>AMH 10094</td>
<td>Jan</td>
</tr>
<tr>
<td>216368</td>
<td>POLYMER 1ST FLR</td>
<td>SOLIDS</td>
<td>CHAIN FALL</td>
<td>CHESTER</td>
<td>1 TON</td>
<td>AMH 10092</td>
<td>Jan</td>
</tr>
<tr>
<td>216369</td>
<td>POLY. LOAD. DOCK</td>
<td>SOLIDS</td>
<td>UH/EWR</td>
<td>DETROIT</td>
<td>5 TON</td>
<td>150617</td>
<td>Jan</td>
</tr>
<tr>
<td>216372</td>
<td>DSLS</td>
<td>SOLIDS</td>
<td>UH/SG/MDT</td>
<td>ACCO/WRIGHT</td>
<td>3 TON</td>
<td>532-20-10414</td>
<td>Jan</td>
</tr>
<tr>
<td>216373</td>
<td>POST LIME 1ST FLR</td>
<td>SOLIDS</td>
<td>UH/EWR</td>
<td>YALE</td>
<td>2 TON</td>
<td>31583919</td>
<td>Jan</td>
</tr>
<tr>
<td>216374</td>
<td>POST LIME 2ND FLR</td>
<td>SOLIDS</td>
<td>UH/EC</td>
<td>Harrington</td>
<td>1 TON</td>
<td>121146</td>
<td>Jan</td>
</tr>
<tr>
<td>216375</td>
<td>POST LIME 2ND FLR</td>
<td>SOLIDS</td>
<td>CHAIN FALL</td>
<td>YALE</td>
<td>1 TON</td>
<td>D-13400401</td>
<td>Jan</td>
</tr>
<tr>
<td>310505</td>
<td>DSLS</td>
<td>SOLIDS</td>
<td>DAVIT/WR</td>
<td>Halliday</td>
<td>300</td>
<td>B1200B</td>
<td>Jan</td>
</tr>
<tr>
<td>216548</td>
<td>DSLF 2nd Floor (South)</td>
<td>SOLIDS</td>
<td>UH/</td>
<td>Shawbox</td>
<td>3 TON</td>
<td>05K28805</td>
<td>Jan</td>
</tr>
<tr>
<td>216791</td>
<td>DSLF 2nd Floor (South)</td>
<td>SOLIDS</td>
<td>CHAIN FALL</td>
<td>Yale</td>
<td>1 Ton</td>
<td>D-13400402-B</td>
<td>Jan</td>
</tr>
<tr>
<td>216831</td>
<td>DSLF 2nd Floor (South)</td>
<td>SOLIDS</td>
<td>CHAIN FALL</td>
<td>Yale</td>
<td>1 Ton</td>
<td>D-13400402-A</td>
<td>Jan</td>
</tr>
<tr>
<td>Code</td>
<td>Location</td>
<td>Type</td>
<td>Hoist/Load Type</td>
<td>Manufacturer/Model</td>
<td>Capacity</td>
<td>Code/Serial</td>
<td>Date</td>
</tr>
<tr>
<td>------</td>
<td>--------------------------</td>
<td>--------</td>
<td>----------------</td>
<td>-------------------</td>
<td>----------</td>
<td>-------------</td>
<td>------------</td>
</tr>
<tr>
<td>216523</td>
<td>DSLF (2nd Floor)</td>
<td>SOLIDS</td>
<td>Hoist UH/EC/PT</td>
<td>JET</td>
<td>1 ton</td>
<td>A598841001</td>
<td>Jan</td>
</tr>
<tr>
<td>216521</td>
<td>DSLF (2nd Floor)</td>
<td>SOLIDS</td>
<td>Hoist UH/EC/PT</td>
<td>JET</td>
<td>1 ton</td>
<td>A598841013</td>
<td>Jan</td>
</tr>
<tr>
<td>216381</td>
<td>SSLS (EAST) TOP FLR</td>
<td>SOLIDS</td>
<td>Hoist UH/EC/PT</td>
<td>YALE/CRAANE AM.</td>
<td>3 TON</td>
<td>02K26K75</td>
<td>Jan</td>
</tr>
<tr>
<td>216382</td>
<td>SSLS (WEST) TOP FLR</td>
<td>SOLIDS</td>
<td>Hoist UH/EC/PT</td>
<td>YALE/CRAANE AM.</td>
<td>3 TON</td>
<td>02K26K76</td>
<td>Jan</td>
</tr>
<tr>
<td>216387</td>
<td>PSSDB TOP FLR</td>
<td>SOLIDS</td>
<td>UH/SG/PT</td>
<td>ACCO</td>
<td>5 TON</td>
<td>61-1622-1</td>
<td>Jan</td>
</tr>
<tr>
<td>216388</td>
<td>Heat Exchange</td>
<td>SOLIDS</td>
<td>UH/EC</td>
<td>HARRINGTON</td>
<td>2 TON</td>
<td>37892</td>
<td>Jan</td>
</tr>
<tr>
<td>217056</td>
<td>Chemical Receiving</td>
<td>SOLIDS</td>
<td>UH/EC</td>
<td>Demag</td>
<td>2 TON</td>
<td>61457734</td>
<td>Jan</td>
</tr>
<tr>
<td>216390</td>
<td>Pumping Station #1(W)</td>
<td>PRIMARY</td>
<td>TR/DG/MTD</td>
<td>ERIE/STAHL</td>
<td>15 TON</td>
<td>E148</td>
<td>Feb or Mar</td>
</tr>
<tr>
<td>216391</td>
<td>Grit Removal #1(W)</td>
<td>PRIMARY</td>
<td>TR/DG/MTD</td>
<td>DETROIT</td>
<td>7.5 TON</td>
<td>149854</td>
<td>Feb or Mar</td>
</tr>
<tr>
<td>216392</td>
<td>Grit Removal (Basem.)</td>
<td>PRIMARY</td>
<td>TR/DG/MTD</td>
<td>THERN</td>
<td>1500-2200</td>
<td>4006-30820</td>
<td>Feb or Mar</td>
</tr>
<tr>
<td>216393</td>
<td>Grit Load. #1 TH-1W (W)</td>
<td>PRIMARY</td>
<td>UH/EWR</td>
<td>ELECTRO-LIFT</td>
<td>1 TON</td>
<td>200146</td>
<td>Feb or Mar</td>
</tr>
<tr>
<td>216394</td>
<td>Grit Load. #1 TH-2W (W)</td>
<td>PRIMARY</td>
<td>UH/EWR</td>
<td>ELECTRO-LIFT</td>
<td>1 TON</td>
<td>200145</td>
<td>Feb or Mar</td>
</tr>
<tr>
<td>216395</td>
<td>Grit Load. #2 TH-1E (E)</td>
<td>PRIMARY</td>
<td>UH/EWR</td>
<td>ELECTRO-LIFT</td>
<td>1 TON</td>
<td>200147</td>
<td>Feb or Mar</td>
</tr>
<tr>
<td>216396</td>
<td>Grit Load. #2 TH-2E (E)</td>
<td>PRIMARY</td>
<td>UH/EWR</td>
<td>ELECTRO-LIFT</td>
<td>1 TON</td>
<td>200148</td>
<td>Feb or Mar</td>
</tr>
<tr>
<td>216397</td>
<td>GRIT CHAMBER #2 JC-1</td>
<td>PRIMARY</td>
<td>UH/EWR JIB</td>
<td>GORBEL/YALE</td>
<td>1 TON</td>
<td>G83048-4</td>
<td>Feb or Mar</td>
</tr>
<tr>
<td>216398</td>
<td>GRIT CHAMBER #2 JC-2</td>
<td>PRIMARY</td>
<td>UH/EWR JIB</td>
<td>GORBEL/YALE</td>
<td>1 TON</td>
<td>05F03K407</td>
<td>Feb or Mar</td>
</tr>
<tr>
<td>216399</td>
<td>GRIT CHAMBER #2 JC-3</td>
<td>PRIMARY</td>
<td>UH/EWR JIB</td>
<td>GORBEL/YALE</td>
<td>1 TON</td>
<td>05F03K410</td>
<td>Feb or Mar</td>
</tr>
<tr>
<td>216400</td>
<td>GRIT CHAMBER #2 JC-4</td>
<td>PRIMARY</td>
<td>UH/EWR JIB</td>
<td>GORBEL/YALE</td>
<td>1 TON</td>
<td>05F03K411</td>
<td>Feb or Mar</td>
</tr>
<tr>
<td>216401</td>
<td>GRIT CHAMBER #2 JC-5</td>
<td>PRIMARY</td>
<td>UH/EWR JIB</td>
<td>GORBEL/YALE</td>
<td>1 TON</td>
<td>05F03K408</td>
<td>Feb or Mar</td>
</tr>
<tr>
<td>216402</td>
<td>GRIT CHAMBER #2 JC-6</td>
<td>PRIMARY</td>
<td>UH/EWR JIB</td>
<td>GORBEL/YALE</td>
<td>1 TON</td>
<td>05F03K412</td>
<td>Feb or Mar</td>
</tr>
<tr>
<td>216403</td>
<td>GRIT CHAMBER #2 TH-3E</td>
<td>PRIMARY</td>
<td>UH/EWR</td>
<td>GORBEL/YALE</td>
<td>1 TON</td>
<td>05F03K402</td>
<td>Feb or Mar</td>
</tr>
<tr>
<td>216404</td>
<td>PUMPING STATION #2 (E)</td>
<td>PRIMARY</td>
<td>TR/DG/MTD</td>
<td>SHEPPARD NILES</td>
<td>20 TON</td>
<td>67349</td>
<td>Feb or Mar</td>
</tr>
<tr>
<td>216405</td>
<td>SCREENING RM. #2 (E)</td>
<td>PRIMARY</td>
<td>TR/SW/MTD</td>
<td>DETROIT/CRANE AM.</td>
<td>2 TON</td>
<td>150533</td>
<td>Feb or Mar</td>
</tr>
<tr>
<td>216487</td>
<td>PRIM. SEDI.TANK #3 (W)</td>
<td>PRIMARY</td>
<td>Gant. Chain Fall</td>
<td>WALLACE/HARRING.</td>
<td>2 TON</td>
<td>178186</td>
<td>Feb or Mar</td>
</tr>
<tr>
<td>216488</td>
<td>PRIM. SEDI.TANK #3 (W)</td>
<td>PRIMARY</td>
<td>Gant. Chain Fall</td>
<td>WALLACE/HARRING.</td>
<td>2 TON</td>
<td>199184</td>
<td>Feb or Mar</td>
</tr>
<tr>
<td>216489</td>
<td>PRIM. SEDI. TANK #20 (E)</td>
<td>PRIMARY</td>
<td>DAVIT/WR</td>
<td>HALLIDAY</td>
<td>600-1000</td>
<td>n/a</td>
<td>Feb or Mar</td>
</tr>
<tr>
<td>216490</td>
<td>PRIM. SEDI. TANK #19 (E)</td>
<td>PRIMARY</td>
<td>DAVIT/WR</td>
<td>HALLIDAY</td>
<td>600-1000</td>
<td>n/a</td>
<td>Feb or Mar</td>
</tr>
<tr>
<td>216491</td>
<td>PRIM. SEDI. TANK #26 (E)</td>
<td>PRIMARY</td>
<td>DAVIT/WR</td>
<td>HALLIDAY</td>
<td>600-1000</td>
<td>n/a</td>
<td>Feb or Mar</td>
</tr>
<tr>
<td>216492</td>
<td>PRIM. SEDI. TANK #27 (E)</td>
<td>PRIMARY</td>
<td>DAVIT/WR</td>
<td>HALLIDAY</td>
<td>600-1000</td>
<td>n/a</td>
<td>Feb or Mar</td>
</tr>
<tr>
<td>216493</td>
<td>PRIM. SEDI. TANK #33 (E)</td>
<td>PRIMARY</td>
<td>DAVIT/WR</td>
<td>HALLIDAY</td>
<td>600-1000</td>
<td>n/a</td>
<td>Feb or Mar</td>
</tr>
<tr>
<td>216494</td>
<td>SRPS-6</td>
<td>PRIMARY</td>
<td>DAVIT/WR</td>
<td>HALLIDAY</td>
<td>600-1000</td>
<td>500630838</td>
<td>Feb or Mar</td>
</tr>
<tr>
<td>310499</td>
<td>Primary</td>
<td>PRIMARY</td>
<td>DAVIT/WR</td>
<td>Halliday/Thern</td>
<td>600-1000</td>
<td>500216153</td>
<td>Feb or Mar</td>
</tr>
<tr>
<td>310501</td>
<td>Primary</td>
<td>PRIMARY</td>
<td>DAVIT/WR</td>
<td>Halliday/Thern</td>
<td>600-1000</td>
<td>500216154</td>
<td>Feb or Mar</td>
</tr>
<tr>
<td>216832</td>
<td>EAST GRIT - TB 15/16</td>
<td>PRIMARY</td>
<td>JIB</td>
<td>THERN</td>
<td>1 TON</td>
<td>500423823</td>
<td>Feb or Mar</td>
</tr>
<tr>
<td>Description</td>
<td>Location</td>
<td>Type</td>
<td>Model</td>
<td>Capacity</td>
<td>Code</td>
<td>Date</td>
<td></td>
</tr>
<tr>
<td>-------------------------------------</td>
<td>--------------</td>
<td>------------</td>
<td>-----------</td>
<td>----------</td>
<td>---------------</td>
<td>------------</td>
<td></td>
</tr>
<tr>
<td>EAST GRIT - TB 15/16</td>
<td>PRIMARY</td>
<td>JIB</td>
<td>THERN</td>
<td>1 TON</td>
<td>500423824</td>
<td>Feb or Mar</td>
<td></td>
</tr>
<tr>
<td>EAST GRIT - TB 13/14</td>
<td>PRIMARY</td>
<td>JIB</td>
<td>THERN</td>
<td>1 TON</td>
<td>500423817</td>
<td>Feb or Mar</td>
<td></td>
</tr>
<tr>
<td>EAST GRIT - TB 13/14</td>
<td>PRIMARY</td>
<td>JIB</td>
<td>THERN</td>
<td>1 TON</td>
<td>500423818</td>
<td>Feb or Mar</td>
<td></td>
</tr>
<tr>
<td>EAST GRIT - TB 11/12</td>
<td>PRIMARY</td>
<td>JIB</td>
<td>THERN</td>
<td>1 TON</td>
<td>500423822</td>
<td>Feb or Mar</td>
<td></td>
</tr>
<tr>
<td>EAST GRIT - TB 11/12</td>
<td>PRIMARY</td>
<td>JIB</td>
<td>THERN</td>
<td>1 TON</td>
<td>500423825</td>
<td>Feb or Mar</td>
<td></td>
</tr>
<tr>
<td>EAST GRIT - TB 9/10</td>
<td>PRIMARY</td>
<td>JIB</td>
<td>THERN</td>
<td>1 TON</td>
<td>500423820</td>
<td>Feb or Mar</td>
<td></td>
</tr>
<tr>
<td>EAST GRIT - TB 9/10</td>
<td>PRIMARY</td>
<td>JIB</td>
<td>THERN</td>
<td>1 TON</td>
<td>500423819</td>
<td>Feb or Mar</td>
<td></td>
</tr>
<tr>
<td>EAST GRIT - TB 7/8</td>
<td>PRIMARY</td>
<td>JIB</td>
<td>THERN</td>
<td>1 TON</td>
<td>500423823</td>
<td>Feb or Mar</td>
<td></td>
</tr>
<tr>
<td>EAST GRIT - TB 7/8</td>
<td>PRIMARY</td>
<td>JIB</td>
<td>THERN</td>
<td>1 TON</td>
<td>500423827</td>
<td>Feb or Mar</td>
<td></td>
</tr>
<tr>
<td>EAST GRIT - TB 5/6</td>
<td>PRIMARY</td>
<td>JIB</td>
<td>THERN</td>
<td>1 TON</td>
<td>500423821</td>
<td>Feb or Mar</td>
<td></td>
</tr>
<tr>
<td>EAST GRIT - TB 5/6</td>
<td>PRIMARY</td>
<td>JIB</td>
<td>THERN</td>
<td>1 TON</td>
<td>500423828</td>
<td>Feb or Mar</td>
<td></td>
</tr>
<tr>
<td>WEST GRIT TB 1/2</td>
<td>PRIMARY</td>
<td>JIB</td>
<td>THERN</td>
<td>1 TON</td>
<td>500633293</td>
<td>Feb or Mar</td>
<td></td>
</tr>
<tr>
<td>WEST GRIT TB 1/2</td>
<td>PRIMARY</td>
<td>JIB</td>
<td>THERN</td>
<td>1 TON</td>
<td>500633294</td>
<td>Feb or Mar</td>
<td></td>
</tr>
<tr>
<td>WEST GRIT TB 3/4</td>
<td>PRIMARY</td>
<td>JIB</td>
<td>THERN</td>
<td>1 TON</td>
<td>500633291</td>
<td>Feb or Mar</td>
<td></td>
</tr>
<tr>
<td>WEST GRIT TB 3/4</td>
<td>PRIMARY</td>
<td>JIB/EWR</td>
<td>THERN</td>
<td>1 TON</td>
<td>5124F4SS-S3</td>
<td>Feb or Mar</td>
<td></td>
</tr>
<tr>
<td>West Grit -</td>
<td>PRIMARY</td>
<td>JIB</td>
<td>THERN</td>
<td>1 TON</td>
<td>500633292</td>
<td>Feb or Mar</td>
<td></td>
</tr>
<tr>
<td>West Blower Room</td>
<td>PRIMARY</td>
<td>Cherry Picker</td>
<td>Arrow Tech Industry</td>
<td>2000-4000</td>
<td>65208</td>
<td>Feb or Mar</td>
<td></td>
</tr>
<tr>
<td>West Grit - Blower Rm</td>
<td>PRIMARY</td>
<td>Mobile, Boom, HM4000,</td>
<td>2000/4000 lbs</td>
<td>5006-32648</td>
<td>Feb or Mar</td>
<td></td>
<td></td>
</tr>
<tr>
<td>West Odor Control - TH-3W</td>
<td>PRIMARY</td>
<td>UH/MDT/EWR</td>
<td>Electro Lift</td>
<td>1 ton</td>
<td>200150</td>
<td>Feb or Mar</td>
<td></td>
</tr>
<tr>
<td>East Odor Control- TH-4E</td>
<td>PRIMARY</td>
<td>UH/MDT/EWR</td>
<td>Electro Lift</td>
<td>1 ton</td>
<td>200151</td>
<td>Feb or Mar</td>
<td></td>
</tr>
<tr>
<td>East Screen Room</td>
<td>PRIMARY</td>
<td>portable Gantry UH/MDT/EW</td>
<td>Harrington</td>
<td>10 Ton</td>
<td>083625001-A</td>
<td>Feb or Mar</td>
<td></td>
</tr>
<tr>
<td>METAL SHOP</td>
<td>CMF Bldg</td>
<td>UH/DG/MDT</td>
<td>ACCO/LOUDEN</td>
<td>3 TON</td>
<td>532-075910</td>
<td>April</td>
<td></td>
</tr>
<tr>
<td>MAINT. SHOP</td>
<td>CMF Bldg</td>
<td>UH/EWR</td>
<td>ACCO/WRIGHT</td>
<td>1 TON</td>
<td>34-15-57018</td>
<td>April</td>
<td></td>
</tr>
<tr>
<td>MAINT. SHOP</td>
<td>CMF Bldg</td>
<td>UH/EWR</td>
<td>ACCO/WRIGHT</td>
<td>1 TON</td>
<td>34-15-57015</td>
<td>April</td>
<td></td>
</tr>
<tr>
<td>MAINT. SHOP</td>
<td>CMF Bldg</td>
<td>UH/EC</td>
<td>WALLACE/HARRING.</td>
<td>5 TON</td>
<td>376010</td>
<td>April</td>
<td></td>
</tr>
<tr>
<td>MAINT. SHOP</td>
<td>CMF Bldg</td>
<td>UH/EC</td>
<td>US MONO/JET</td>
<td>1 TON</td>
<td>F69237070</td>
<td>April</td>
<td></td>
</tr>
<tr>
<td>MACHINE SHOP</td>
<td>CMF Bldg</td>
<td>UH/EWR</td>
<td>ACCO/WRIGHT</td>
<td>1 TON</td>
<td>34-15-57141</td>
<td>April</td>
<td></td>
</tr>
<tr>
<td>MACHINE SHOP</td>
<td>CMF Bldg</td>
<td>UH/CHAIN FALL</td>
<td>C&amp;M/JET</td>
<td>1/2 TON</td>
<td>2002</td>
<td>April</td>
<td></td>
</tr>
<tr>
<td>MACHINE SHOP</td>
<td>CMF Bldg</td>
<td>DAVIT/WR</td>
<td>THERN</td>
<td>200-4000</td>
<td>54920596</td>
<td>April</td>
<td></td>
</tr>
<tr>
<td>CART SHOP</td>
<td>CMF Bldg</td>
<td>UH/EWR</td>
<td>ACCO/WRIGHT</td>
<td>1 TON</td>
<td>34-15-57021</td>
<td>April</td>
<td></td>
</tr>
<tr>
<td>CART SHOP</td>
<td>CMF Bldg</td>
<td>UH/EWR</td>
<td>ACCO/WRIGHT</td>
<td>1 TON</td>
<td>34-15-57023</td>
<td>April</td>
<td></td>
</tr>
<tr>
<td>PIPE FITTING</td>
<td>CMF Bldg</td>
<td>UH/EWR</td>
<td>ACCO/WRIGHT</td>
<td>1 TON</td>
<td>34-15-57018</td>
<td>April</td>
<td></td>
</tr>
<tr>
<td>Electrical Shop</td>
<td>CMF Bldg</td>
<td>UH/EWR</td>
<td>ACCO/WRIGHT</td>
<td>1 TON</td>
<td>35-15-56998</td>
<td>April</td>
<td></td>
</tr>
<tr>
<td>Electrical Shop</td>
<td>CMF Bldg</td>
<td>UH/EWR</td>
<td>ACCO/WRIGHT</td>
<td>1 TON</td>
<td>34-15-57017</td>
<td>April</td>
<td></td>
</tr>
<tr>
<td>Item Number</td>
<td>Location</td>
<td>Building</td>
<td>Section</td>
<td>Vendor</td>
<td>Model</td>
<td>Quantity</td>
<td>Model Number</td>
</tr>
<tr>
<td>-------------</td>
<td>---------------------</td>
<td>------------</td>
<td>---------------</td>
<td>-----------</td>
<td>---------</td>
<td>-----------</td>
<td>--------------</td>
</tr>
<tr>
<td>216479</td>
<td>Electrical Shop</td>
<td>CMF Bldg</td>
<td>GANTRY UH/EC/PT</td>
<td>WALLACE/C&amp;M</td>
<td>10 TON</td>
<td>H013J0</td>
<td>April</td>
</tr>
<tr>
<td>216480</td>
<td>Electrical Shop</td>
<td>CMF Bldg</td>
<td>CHAIN FALL</td>
<td>GENERAL MACHINE</td>
<td>8 TON</td>
<td>33199F</td>
<td>April</td>
</tr>
<tr>
<td>216481</td>
<td>Elect. Shop</td>
<td>CMF Bldg</td>
<td>GANTRY</td>
<td>SPANCO</td>
<td>2 TON</td>
<td>n/a</td>
<td>April</td>
</tr>
<tr>
<td>216482</td>
<td>Elect. Shop</td>
<td>CMF Bldg</td>
<td>GANTRY</td>
<td>SPANCO</td>
<td>2 TON</td>
<td>n/a</td>
<td>April</td>
</tr>
<tr>
<td>216483</td>
<td>SWITCH GEAR</td>
<td>CMF Bldg</td>
<td>UH/EWR</td>
<td>ACCO/WRIGHT</td>
<td>1 TON</td>
<td>34-15-57027</td>
<td>April</td>
</tr>
<tr>
<td>216484</td>
<td>Elect. Shop (Basement)</td>
<td>CMF Bldg</td>
<td>UH/SG/PT</td>
<td>WRIGHT</td>
<td>2 Ton</td>
<td>n/a</td>
<td>April</td>
</tr>
<tr>
<td>216486</td>
<td>CART SHOP #2?</td>
<td>CMF Bldg</td>
<td>UH/EC/PT</td>
<td>Dayton</td>
<td>1 Ton</td>
<td>n/a</td>
<td>April</td>
</tr>
<tr>
<td>216406</td>
<td>BLOW. BLDG. C3-4</td>
<td>SECONDARY</td>
<td>TR/DG/MDT</td>
<td>SHAWBOX</td>
<td>20 TON</td>
<td>382272</td>
<td>Nov</td>
</tr>
<tr>
<td>216407</td>
<td>HEAD HOUSE #17 C5-2</td>
<td>SECONDARY</td>
<td>UH/EWR</td>
<td>WRIGHT</td>
<td>3 TON</td>
<td>V-16207</td>
<td>Nov</td>
</tr>
<tr>
<td>216409</td>
<td>EFFLUENT PUMP STAT.</td>
<td>SECONDARY</td>
<td>TR/DG/MDT</td>
<td>DETROIT</td>
<td>5 TON</td>
<td>143254</td>
<td>Nov</td>
</tr>
<tr>
<td>216410</td>
<td>HEAD HOUSE #20 C5-6</td>
<td>SECONDARY</td>
<td>UH/EWR</td>
<td>DRESSER</td>
<td>1 TON</td>
<td>L3-94987</td>
<td>Nov</td>
</tr>
<tr>
<td>216411</td>
<td>HEAD HOUSE #21 C4-3</td>
<td>SECONDARY</td>
<td>UH/EWR</td>
<td>DRESSER</td>
<td>1 TON</td>
<td>L3-94986</td>
<td>Nov</td>
</tr>
<tr>
<td>216412</td>
<td>HEAD HOUSE #7 C3-6</td>
<td>SECONDARY</td>
<td>UH/EWR</td>
<td>DRESSER</td>
<td>3 TON</td>
<td>L3-94985</td>
<td>Nov</td>
</tr>
<tr>
<td>216413</td>
<td>CONTROL BLDG. C3-7</td>
<td>SECONDARY</td>
<td>UH/EWR</td>
<td>DRESSER</td>
<td>3 TON</td>
<td>L3-94983</td>
<td>Nov</td>
</tr>
<tr>
<td>216414</td>
<td>CONTROL BLDG. (BASE)</td>
<td>SECONDARY</td>
<td>CHAIN FALL</td>
<td>BUDGIT</td>
<td>3 TON</td>
<td>2647-73</td>
<td>Nov</td>
</tr>
<tr>
<td>216415</td>
<td>HEAD HOUSE BSEM #9 C4-1</td>
<td>SECONDARY</td>
<td>CHAIN FALL</td>
<td>BUDGIT</td>
<td>3 TON</td>
<td>3305</td>
<td>Nov</td>
</tr>
<tr>
<td>216416</td>
<td>HEAD HOUSE #9 C4-1</td>
<td>SECONDARY</td>
<td>UH/EWR</td>
<td>DRESSER</td>
<td>3 TON</td>
<td>L3-94984</td>
<td>Nov</td>
</tr>
<tr>
<td>216417</td>
<td>HEAD HOUSE #7 C3-6</td>
<td>SECONDARY</td>
<td>CHAIN FALL</td>
<td>BUDGIT</td>
<td>3 TON</td>
<td>11EU056</td>
<td>Nov</td>
</tr>
<tr>
<td>307753</td>
<td>BLOWER. BLDG. C3-4</td>
<td>SECONDARY</td>
<td>JIB, Davit,</td>
<td>Portable, Used For Training</td>
<td>1000 lbs</td>
<td>501054651</td>
<td>Nov</td>
</tr>
<tr>
<td>307754</td>
<td>Waste Liquor Return PS B5-11</td>
<td>SECONDARY</td>
<td>Hoist, Monorail</td>
<td>3 TON</td>
<td>n/a</td>
<td>Nov</td>
<td></td>
</tr>
<tr>
<td>216451</td>
<td>Filtration Roof (N)</td>
<td>MULTIMEDIA</td>
<td>DAVIT/WR</td>
<td>HALLIDAY PRODUCTS</td>
<td>1200 LBS</td>
<td>n/a</td>
<td>Dec</td>
</tr>
<tr>
<td>216452</td>
<td>Filtration Roof (N)</td>
<td>MULTIMEDIA</td>
<td>DAVIT/WR</td>
<td>HALLIDAY PRODUCTS</td>
<td>1200 LBS</td>
<td>n/a</td>
<td>Dec</td>
</tr>
<tr>
<td>216453</td>
<td>Filtration Roof (N)</td>
<td>MULTIMEDIA</td>
<td>DAVIT/WR</td>
<td>HALLIDAY PRODUCTS</td>
<td>1200 LBS</td>
<td>n/a</td>
<td>Dec</td>
</tr>
<tr>
<td>216454</td>
<td>Filtration Roof (N)</td>
<td>MULTIMEDIA</td>
<td>GANTRY/EC/PT</td>
<td>C&amp;M</td>
<td>10 TON</td>
<td>n/a</td>
<td>Dec</td>
</tr>
<tr>
<td>216455</td>
<td>Filtration Roof (N)</td>
<td>MULTIMEDIA</td>
<td>DAVIT/WR</td>
<td>HALLIDAY PRODUCTS</td>
<td>1200 LBS</td>
<td>n/a</td>
<td>Dec</td>
</tr>
<tr>
<td>216456</td>
<td>Filtration Roof (N)</td>
<td>MULTIMEDIA</td>
<td>DAVIT/WR</td>
<td>HALLIDAY PRODUCTS</td>
<td>1200 LBS</td>
<td>n/a</td>
<td>Dec</td>
</tr>
<tr>
<td>216459</td>
<td>FILTRATION GALLERY (N)</td>
<td>MULTIMEDIA</td>
<td>CHAIN FALL</td>
<td>R&amp;M</td>
<td>3 TON</td>
<td>n/a</td>
<td>Dec</td>
</tr>
<tr>
<td>216460</td>
<td>FILTRA. BLOWER RM (N)</td>
<td>MULTIMEDIA</td>
<td>CHAIN FALL</td>
<td>R&amp;M</td>
<td>3 TON</td>
<td>n/a</td>
<td>Dec</td>
</tr>
<tr>
<td>216461</td>
<td>FILTRA. BLOWER RM (N)</td>
<td>MULTIMEDIA</td>
<td>CHAIN FALL</td>
<td>R&amp;M</td>
<td>3 TON</td>
<td>n/a</td>
<td>Dec</td>
</tr>
<tr>
<td>216462</td>
<td>FILTRA. BLOWER RM (N)</td>
<td>MULTIMEDIA</td>
<td>CHAIN FALL</td>
<td>R&amp;M</td>
<td>3 TON</td>
<td>n/a</td>
<td>Dec</td>
</tr>
<tr>
<td>216463</td>
<td>FILTRA. BLOWER RM (S)</td>
<td>MULTIMEDIA</td>
<td>CHAIN FALL</td>
<td>R&amp;M</td>
<td>3 TON</td>
<td>n/a</td>
<td>Dec</td>
</tr>
<tr>
<td>216464</td>
<td>FILTRA. BLOWER RM (S)</td>
<td>MULTIMEDIA</td>
<td>CHAIN FALL</td>
<td>R&amp;M</td>
<td>3 TON</td>
<td>n/a</td>
<td>Dec</td>
</tr>
<tr>
<td>216465</td>
<td>FILTRATION GALLERY (S)</td>
<td>MULTIMEDIA</td>
<td>US/EWR/MDT</td>
<td>READING/R&amp;M</td>
<td>6 TON</td>
<td>7218</td>
<td>Dec</td>
</tr>
<tr>
<td>216418</td>
<td>BLOWER BLDG (NITRI.)</td>
<td>Nitrification</td>
<td>TR/DG/MDT</td>
<td>DETROIT</td>
<td>20 TON</td>
<td>33804</td>
<td>Oct</td>
</tr>
<tr>
<td>Document ID</td>
<td>Location</td>
<td>Equipment Type</td>
<td>Description</td>
<td>Crane</td>
<td>Capacity</td>
<td>Month</td>
<td></td>
</tr>
<tr>
<td>-------------</td>
<td>----------</td>
<td>----------------</td>
<td>-------------</td>
<td>------</td>
<td>----------</td>
<td>-------</td>
<td></td>
</tr>
<tr>
<td>216419</td>
<td>SEDIMENT (GALLERY)</td>
<td>Nitrification</td>
<td>CHAIN FALL</td>
<td>YALE</td>
<td>3 TON</td>
<td>Oct</td>
<td></td>
</tr>
<tr>
<td>216420</td>
<td>SEDIMENT (GALLERY)</td>
<td>Nitrification</td>
<td>CHAIN FALL</td>
<td>HARRINGTON</td>
<td>2 TON</td>
<td>494379 Oct</td>
<td></td>
</tr>
<tr>
<td>216421</td>
<td>D5-3</td>
<td>Nitrification</td>
<td>UH/EWR</td>
<td>YALE</td>
<td>3 TON</td>
<td>AT211254 Oct</td>
<td></td>
</tr>
<tr>
<td>216422</td>
<td>Methanol</td>
<td>Nitrification</td>
<td>UH/CHAIN</td>
<td>BUDGIT</td>
<td>1/2 TON</td>
<td>82161SR0 Oct</td>
<td></td>
</tr>
<tr>
<td>307750</td>
<td>Dechlor. Bldg B5-10</td>
<td>Nitrification</td>
<td>JIB, Davit, DCIU-1</td>
<td>Thern</td>
<td>1000/1700 lbs</td>
<td>40930036 Oct</td>
<td></td>
</tr>
<tr>
<td>307751</td>
<td>Dechlor. Bldg B5-11</td>
<td>Nitrification</td>
<td>JIB, Davit DCIU-1</td>
<td>Thern</td>
<td>1000/1700 lbs</td>
<td>40930055 Oct</td>
<td></td>
</tr>
<tr>
<td>307752</td>
<td>SRPS-2, B5-11</td>
<td>Nitrification</td>
<td>JIB, DAVIT</td>
<td>Halliday/Thern</td>
<td>1330 lbs</td>
<td>M/N: DB3/4312PB Oct</td>
<td></td>
</tr>
<tr>
<td>310497</td>
<td>SRPS-3, B5-4</td>
<td>Nitrification</td>
<td>DAVIT/WR</td>
<td>Halliday/Thern</td>
<td>600-1000</td>
<td>M/N: DB3/4312PB Oct</td>
<td></td>
</tr>
<tr>
<td>310498</td>
<td>SRPS-7, C5-4</td>
<td>Nitrification</td>
<td>DAVIT/WR</td>
<td>Halliday/Thern</td>
<td>600-1000</td>
<td>M/N: DB3/4312PB Oct</td>
<td></td>
</tr>
<tr>
<td>234999</td>
<td>Denitrification Carbon Feed Bldg - Electrical Room and Mezzanine</td>
<td>Hoist</td>
<td>DCFB-HB</td>
<td>DCFB-HB</td>
<td>1 ton</td>
<td>May</td>
<td></td>
</tr>
<tr>
<td>235000</td>
<td>Alt. Carbon Bldg. Basement</td>
<td>Hoist</td>
<td>ACB-HB</td>
<td>ACB-HB</td>
<td>1 ton</td>
<td>May</td>
<td></td>
</tr>
<tr>
<td>234997</td>
<td>Denitrification Pump Station</td>
<td>Monorail for Hoisting DP Pumps</td>
<td>PS-M</td>
<td>PS-M</td>
<td>15 ton</td>
<td>May</td>
<td></td>
</tr>
<tr>
<td>234998</td>
<td>Pump Storage Building 2</td>
<td>Monorail for Hoisting Pumps</td>
<td>PSB2-M</td>
<td>PSB2-M</td>
<td>2 ton</td>
<td>May</td>
<td></td>
</tr>
<tr>
<td>237194</td>
<td>Final Dewatering Building</td>
<td>FDBC-1</td>
<td>FDBC-1</td>
<td>15 ton</td>
<td>May</td>
<td></td>
<td></td>
</tr>
<tr>
<td>236589</td>
<td>SRPS 9</td>
<td>Hoist</td>
<td>Hoist</td>
<td>Hoist</td>
<td>May</td>
<td></td>
<td></td>
</tr>
<tr>
<td>236592</td>
<td>Pre-Dewatering Building at EL 73.25</td>
<td>Traveling Bridge Crane System</td>
<td>PDB-BC-1</td>
<td>PDB-BC-1</td>
<td>15 ton</td>
<td>May</td>
<td></td>
</tr>
<tr>
<td>241806</td>
<td>Southwest corner of Solids Screening Building at EL 35.00</td>
<td>Jib Crane System</td>
<td>SSB-JC-1</td>
<td>SSB-JC-1</td>
<td>1 ton</td>
<td>May</td>
<td></td>
</tr>
<tr>
<td>241807</td>
<td>Roof of the Digester Building Above the Equipment Hatch</td>
<td>Jib Crane System</td>
<td>DB-JC-1</td>
<td>DB-JC-1</td>
<td>2 ton</td>
<td>May</td>
<td></td>
</tr>
<tr>
<td>241808</td>
<td>Solids Screening Building at EL 47.50</td>
<td>Monorail and Hoist System</td>
<td>SSB-MH-1</td>
<td>SSB-MH-1</td>
<td>2 ton</td>
<td>May</td>
<td></td>
</tr>
<tr>
<td>241809</td>
<td>Pre-Dewatering Building at EL - 5.00</td>
<td>Monorail and Hoist System</td>
<td>PDB-MH-3</td>
<td>PDB-MH-3</td>
<td>1 ton</td>
<td>May</td>
<td></td>
</tr>
<tr>
<td>241810</td>
<td>Pre-Dewatering Building at EL 15.00 on the west side of the building</td>
<td>Monorail and Hoist System</td>
<td>PDB-MH-1</td>
<td>PDB-MH-1</td>
<td>1/4 ton</td>
<td>May</td>
<td></td>
</tr>
<tr>
<td>241811</td>
<td>Pre-Dewatering Building at EL 15.00 on the north side of the building adjacent to the centrate well</td>
<td>Monorail and Hoist System</td>
<td>PDB-MH-2</td>
<td>PDB-MH-2</td>
<td>3 ton</td>
<td>May</td>
<td></td>
</tr>
<tr>
<td>Project No.</td>
<td>Location</td>
<td>Description</td>
<td>Equipment Type</td>
<td>Capacity</td>
<td>Date</td>
<td></td>
<td></td>
</tr>
<tr>
<td>-------------</td>
<td>---------------------------</td>
<td>------------------------------------------</td>
<td>----------------------</td>
<td>----------</td>
<td>--------</td>
<td></td>
<td></td>
</tr>
<tr>
<td>241812</td>
<td>Digester Building at EL 13.00 above the Digester Tank Drain Pump Station Wetwell</td>
<td>DB-MH-1 Monorail and Hoist System</td>
<td>DB-MH-1</td>
<td>2 ton</td>
<td>May</td>
<td></td>
<td></td>
</tr>
<tr>
<td>241813</td>
<td>Cooling Water Pump Station above pumps, strainers, and equipment</td>
<td>CWPS-MH-1 Monorail and Hoist System</td>
<td>CWPS-MH-1</td>
<td>7.5 ton</td>
<td>May</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

**OFF SITES - Annual Inspections**

<table>
<thead>
<tr>
<th>Project No.</th>
<th>Location</th>
<th>Description</th>
<th>Equipment Type</th>
<th>Capacity</th>
<th>Date</th>
</tr>
</thead>
<tbody>
<tr>
<td>216496</td>
<td>MAIN PS-SC</td>
<td>Upstairs A/C</td>
<td>UH/EWR</td>
<td>1 TON</td>
<td>July</td>
</tr>
<tr>
<td>216497</td>
<td>MAIN PS-SC</td>
<td>Motor Room</td>
<td>TR/DG/MDT</td>
<td>15 TON</td>
<td>July</td>
</tr>
<tr>
<td>216498</td>
<td>MAIN PS-SC</td>
<td>Screen Room</td>
<td>CHAIN FALL PT</td>
<td>2 TON</td>
<td>June</td>
</tr>
<tr>
<td>216518</td>
<td>MAIN PS-SC</td>
<td>Low Area PS</td>
<td>EC/PT</td>
<td>1 TON</td>
<td>July</td>
</tr>
<tr>
<td>216519</td>
<td>125 &quot;O&quot; STREET-SC</td>
<td>Motor Room</td>
<td>TR/DG/MDT</td>
<td>10 TON</td>
<td>July</td>
</tr>
<tr>
<td>216520</td>
<td>125 &quot;O&quot; STREET-SC</td>
<td>Motor Room</td>
<td>TR/DG/MDT</td>
<td>20 TON</td>
<td>July</td>
</tr>
<tr>
<td>216522</td>
<td>125 &quot;O&quot; STREET-SC</td>
<td>Weld/Maint. Hoist UH/EC/PT</td>
<td>Dayton</td>
<td>1 TON</td>
<td>July</td>
</tr>
<tr>
<td>226306</td>
<td>125 &quot;O&quot; STREET-SC</td>
<td>Upstairs A/C</td>
<td>UH</td>
<td>07J03863</td>
<td>July</td>
</tr>
<tr>
<td>216524</td>
<td>EAST SIDE PS-SC</td>
<td>H-2 Screen Rm</td>
<td>UH/EWR/MDT</td>
<td>6 TON</td>
<td>July</td>
</tr>
<tr>
<td>216525</td>
<td>EAST SIDE PS-SC</td>
<td>H-2 Screen Rm</td>
<td>UH/EWR/MDT</td>
<td>6 TON</td>
<td>July</td>
</tr>
<tr>
<td>216527</td>
<td>BRYANT ST. PS-WD</td>
<td>Pump Room</td>
<td>TR/DG/MDT</td>
<td>20 TON</td>
<td>June</td>
</tr>
<tr>
<td>216528</td>
<td>BRYANT ST. PS-WD</td>
<td>Pump Room</td>
<td>UH/EWR</td>
<td>10 TON</td>
<td>June</td>
</tr>
<tr>
<td>216529</td>
<td>BRYANT ST. PS-WD</td>
<td>Pump Room</td>
<td>UH/EWR</td>
<td>5 TON</td>
<td>June</td>
</tr>
<tr>
<td>216530</td>
<td>BRYANT ST. PS-WD</td>
<td>Rear Stairway</td>
<td>UH/EWR</td>
<td>2 TON</td>
<td>June</td>
</tr>
<tr>
<td>216531</td>
<td>BRYANT ST. PS-WD</td>
<td>Loading Dock</td>
<td>TR/SG/MDT</td>
<td>10 TON</td>
<td>June</td>
</tr>
<tr>
<td>216532</td>
<td>BRYANT ST. PS-WD</td>
<td>Loading Dock</td>
<td>UH/EWR</td>
<td>2 TON</td>
<td>June</td>
</tr>
<tr>
<td>216533</td>
<td>BRYANT ST. PS-WD</td>
<td>Meter Shop</td>
<td>UH/EWR/MDT</td>
<td>2 TON</td>
<td>June</td>
</tr>
<tr>
<td>216534</td>
<td>O ST. PS-WD</td>
<td>Meter Shop</td>
<td>UH/EWR</td>
<td>1/2 TON</td>
<td>June</td>
</tr>
<tr>
<td>216535</td>
<td>POTOMAC PS-SC</td>
<td>Motor Room</td>
<td>TR/DG/MDT</td>
<td>40 TON</td>
<td>July</td>
</tr>
<tr>
<td>216536</td>
<td>POTOMAC PS-SC</td>
<td>Pump Motors</td>
<td>TR/DG/MDT</td>
<td>15 TON</td>
<td>July</td>
</tr>
<tr>
<td>216537</td>
<td>POTOMAC PS-SC</td>
<td>Screen Room</td>
<td>UH/EWR/MDT</td>
<td>5 TON</td>
<td>June</td>
</tr>
<tr>
<td>216539</td>
<td>FT. RENO PS-WD</td>
<td>Motor Room</td>
<td>UH/EWR/MDT</td>
<td>4 TON</td>
<td>June</td>
</tr>
<tr>
<td>216540</td>
<td>Anacostia PS</td>
<td>Motor Room</td>
<td>UH/EWR/MDT</td>
<td>15 TON</td>
<td>July</td>
</tr>
<tr>
<td>216541</td>
<td>DEAN AVE PS-SW</td>
<td>Pump Bldg</td>
<td>US/EWR</td>
<td>1 TON</td>
<td>June</td>
</tr>
<tr>
<td>216542</td>
<td>DEAN AVE PS - SW</td>
<td>Pump Room</td>
<td>GANT/CHAIN FALL</td>
<td>2 TON</td>
<td>July</td>
</tr>
<tr>
<td>216543</td>
<td>EARL PLACE PS-SC</td>
<td>Pump Bldg</td>
<td>UH/Chain Fall</td>
<td>1/2 TON</td>
<td>July</td>
</tr>
<tr>
<td>216544</td>
<td>ROCK CREEK PS-SC</td>
<td>Heater Room</td>
<td>UH/PT/Chain Fall</td>
<td>8 TON</td>
<td>July</td>
</tr>
<tr>
<td>216545</td>
<td>ROCK CREEK PS-SC</td>
<td>Heater Room</td>
<td>UH/PT/Chain Fall</td>
<td>8 TON</td>
<td>July</td>
</tr>
<tr>
<td>Code</td>
<td>Location</td>
<td>Area</td>
<td>Type</td>
<td>Make</td>
<td>Capacity</td>
</tr>
<tr>
<td>--------</td>
<td>------------------------</td>
<td>-------------</td>
<td>------------</td>
<td>------------</td>
<td>----------</td>
</tr>
<tr>
<td>216546</td>
<td>ROCK CREEK PS-SC</td>
<td>Heater Room</td>
<td>UH/PT/Chain Fall</td>
<td>R&amp;M</td>
<td>8 TON</td>
</tr>
<tr>
<td>216547</td>
<td>ROCK CREEK PS-SC</td>
<td>1St Floor</td>
<td>UH/EC/MDT</td>
<td>HARRINGTON</td>
<td>8 TON</td>
</tr>
<tr>
<td>226307</td>
<td>POPLAR POINT-SC</td>
<td>Pump Room</td>
<td>SG/TR/UH/EC/NT</td>
<td>YALE</td>
<td>3 TON</td>
</tr>
<tr>
<td>226308</td>
<td>POPLAR POINT-SC</td>
<td>Rear Dock</td>
<td>Chain Fall</td>
<td>JET</td>
<td>3 TON</td>
</tr>
<tr>
<td>225461</td>
<td>BRENTWOOD-WD</td>
<td>Reservoir</td>
<td>UH/EWR/MDT</td>
<td>AMERICAN ENG. CO.</td>
<td>6 TON</td>
</tr>
</tbody>
</table>

Legend:  
UH - Under hung  
EC - Electric Chain  
TR - Top Running  
PT - Pull Trolley  
MDT - Motor Driven Trolley  
EWR - Electric Wire Rope  
SG - Single Gutter  
WR - Wire Rope